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One of the valve handwheels on the replacement level bridle at V1100 interferes with the adjacent deluge piping Because the deluge

piping is screwed galvanized pipe it will be easier to modify the deluge piping than the bridle to eliminate the interference
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LOCATION OF VALVE HANDWHEEL
INTERFERENCE

EXISTING

MIN 6 CLEARANCE
FROM ADJACENT VALVE

PIPE

MOVE SUPPORT NECESSARY
FOR MODIFIED PIPE

WORK INSTRUCTIONS
MODIFY DELUGE PIPING AT V1100 ELIMINATE INTERFERENCE WITH LEVEL

BRIDLE VALVE HAND WHEEL
SEE ATTACHED PID D330516 FOR LOCATION
PROVIDE AT LEAST 6 CLEARANCE DELUGE PIPING AND ADJACENT

PIPING AND VALVES
MOVE PIPE SUPPORT SHOWN ON ABOVE SKETCH AS NECESSARY TO SUPPORT

MODIFIED PIPE

FOLLOW PIPE CLASS ICG11


